
Area Control Strategies

Area Control Strategy Matrix

Key Strategy Key Strategy

CL Corridor linking LCP Local control panel

CT Countdown timer LLM Light level management

D Dimming MAO Manual on/auto off

DC Daylight control OS Occupancy sensing

ECC Event conditional control TS Time/schedule control

Table 1 – Abbreviations used in the Control Strategy Matrix

Area
Control Strategy

CL CT D DC ECC LCP LLM MAO OS TS

Bathrooms

Bedrooms

Cellular offices/enclosed 
rooms

Corridors/walkways

Facade lighting

Gym

Internal car park

Kitchens

Lift lobby areas

Loading dock

Lounges

Main lobby

Outdoor car park

Plant rooms

Reception area

Staff room/tea room

Storage cupboards

Storerooms

Toilet areas

Table 2 – Control Strategy Matrix
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